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INITIAL COMMENTS
A Life Safety Code inspection was conducted on
September 21, 2006. The following deficiencies
were based on observations made during the
inspection.

NFPA 101 LIFE SAFETY CODE STANDARD

6.2.1, 19.3.6.5
the gift shop is fully sprinklered .) 19.3.6.1, 19.3.

the ceiling. (Corridor walls may terminate at the
underside of ceilings where specifically permitted
by Code. Charting and clerical stations, waiting
areas, dining rooms, and activity spaces may be
open to the corridor under certain conditions
specified in the Code. Gift shops may be
separated from corridors by non-fire rated walls if

Corridors are separated from use areas by walls
constructed with at least Y2 hour fire resistance
rating. In sprinklered buildings, partitions are only
required to resist the passage of smoke. In non-
sprinklered buildings, walls properly extend above
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K 017 Life Safety

I. Penetrations in wall surfaces above ceiling tiles in
the basement and near maintenance entrance, above
tiles over the sink in I Orange solarium, above tiles
on unit 2 Blue near stairwell and around a junction
box near room 216 on unit 2 Blue were repaired.

The entire wall above ceiling in the hallways
throughout the facility was checked for penetrations
and corrections were made if indicated.

^I. Monthly inspection of the smoke barrier walls is
conducted by maintenance personnel.

The Director of Engineering has reviewed the
preventive maintenance program to ensure that
monthly inspections of all fire doors are conducted.
This is compiled in a monthly report and presented
to the QI committee.
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This STANDARD is not met as evidenced by:
Based on observations during the Life Safety
Code inspection, it was determined that
penetrations were observed in wall surfaces
above ceiling tiles in the hallways.

The findings include:

Basement- a 2 to 3 inch opening was observed in
wall surfaces near the maintenance entrance
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door in one (1) of two (2) observations at 2:45 PM
on September 22, 2006.

Wall surfaces above tiles over the sink in the 1
Orange solarium were observed to have a 1 to 2
inch opening around pipes in one (1) of three (3)
observations at 4:15 PM on September 22, 2006.

Wall surfaces above tiles on unit 2 Blue near
stairwell # 2 were observed to have openings
approximately 4 to 6 inches in one (1) of four (4)
observations at approximately 4:40 PM on
September 22, 2006.
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Wall surfaces were observed to have
penetrations approximately 1 to 2 inches around
a junction box pipe that extend through the wall
near room 216 on unit 2 Blue in one (1) of two (2)
observations at approximately 4:45 PM on
September 22, 2006.
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NFPA 101 LIFE SAFETY CODE STANDARD

Doors protecting corridor openings in other than
required enclosures of vertical openings, exits, or
hazardous areas are substantial doors, such as
those constructed of 1a/. inch solid-bonded core
wood, or capable of resisting fire for at least 20
minutes. Doors in sprinklered buildings are only
required to resist the passage of smoke. There is
no impediment to the closing of the doors. Doors
are provided with a means suitable for keeping
the door closed. Dutch doors meeting 19.3.6.3.6
are permitted. 19.3.6.3

Roller latches are prohibited by CMS regulations
in all health care facilities.
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K 018 Life Safety

The entrance doors to room 103, 1 green solarium,
double door on I orange, spa and pantry doors on 2
Blue, spa door on 3 Blue, double doors #B368. One
on 3 orange and the soiled utility room door on 3
Green have been corrected to ensure that they close
and latch. No resident was affected by this practice.

An inspection of all fire doors was conducted to
ensure that they close and positive latching was
maintained. Corrections were made if indicated.

The Director of Engineering conducted a
meeting/in-service with staff to review the
importance of checking doors and being certain that
the doors maintain positive latching.

The Director of Engineering reviewed the
preventive maintenance program to ensure that the
operation and inspection of doors are conducted
monthly. The findings are reported in the QI
meetings.
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This STANDARD is not met as evidenced by:
Based on observations during the Life Safety
Code inspection, it was determined that fire and
smoke barrier doors failed to close and latch
when tested.

The findings include:

The entrance door to room 103 on the 1 Blue unit
failed to close and latch into the frame in one (1)
of one (1) observation at approximately 3:30 PM
on September 22, 2006.

The entrance doors to unit 1 Green solarium
failed to close and latch into the frame in one (1)
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of four (4) observations at approximately 4:30 PM
on September 22, 2006.

The double door on 1 Orange failed to close and
latch into the frame near the entrance to stairwell
# 10 in two (2) of two (2) observations at 4:50 PM
on September 22, 2006.

The spa and pantry doors on unit 2 Blue failed to
close and latch into the frame between 4:55 PM
and 5:00 PM on September 22, 2006 in two (2) of
two (2) observations.

I

The spa door on unit 3 Blue failed to close and
latch into the frame in one (1) of one (1)
observation at approximately 5:15 PM on
September 22, 2006.

Double doors # B368.1 on unit 3 Orange failed to
latch into the frame in one (1) of one (1)
observation at 5:25 PM on September 22, 2006.

The soiled utility and solarium doors on unit 3
Green failed to close and latch into the frames on
unit 3 Green at approximately 5:45 PM on
September 22, 2006.
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